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Abstract: This paper presents a smart energy management system for unlocking demand response 
in the UK residential sector. The approach comprises the estimation of one-hour energy demand 
and PV generation (supply) for scheduling the 24-h ahead demand profiles by shifting potential 
flexible loads. Real-time electrical demand is met by combining power supplies from PV, grid and 
batteries while minimizing consumer’s cost of energy. The results show that the peak-to-average 
ratio is reduced by 22.9% with the cost saving of 34.6% for the selected day. 
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1. Introduction 
With the increasing penetration of variable renewable energy resources (VRES), such as solar 
and wind, energy management strategies need to become more sophisticated for multi-vector energy 
systems [1,2]. Integrating the intermittent and heterogeneous VRES while maximizing the utilization 
of the ageing utility infrastructure is critical for the optimal planning and operation of the energy 
sector [3]. Buildings account for 40% of overall energy consumption in Europe [4]. Reducing energy 
consumption and cost without compromising occupant comfort is an important concern in both 
smart buildings and grids. One of the effective solutions is to use an optimal energy management 
system in buildings to balance supply and demand under a demand response (DR) scheme that 
compensates users for their flexibility in terms of the energy used from the grid and time of use. 
This study presents a smart energy management system primarily designed for the UK domestic 
sector. Three levels of optimization are adopted. First, day-ahead load shifting is scheduled in 
response to the varying utility price. Second, supply and loads during the next hour are balanced. 
And finally, real-time energy supply is met from the combined power flow while minimizing cost. 
2. Domestic Energy Consumption and Supplies 
2.1. Typical Energy Profiles in Domestic Buildings 
Figure 1a–d show a series of profiles of domestic energy consumption and generation. A diurnal 
pattern is evident in Figure 1a, while the weekly waveform illustrates repeated energy consumption 
after each 24-h period. Figure 1b illustrates the weekly PV power profiles. Power output from the PV 
system starts to increase at approximately 5 a.m. and reaches its maximum at mid-day and then 
reduces gradually down to zero at around 8 p.m. Figure 1c include three curves, including overall 
daily energy consumption, and shiftable non-shiftable loads. In terms of the overall consumption, 
there are two peaks in the curve, maximizing at 4.21 kW at 8 a.m. and 7 p.m. Energy demand 
fluctuates within the day. Low consumption is observed at night between 12 a.m. and 5 a.m Figure 
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1d illustrates a daily price profile of the grid electricity where the cost is relatively high between 5 
p.m. and 9 p.m. 
Figure 1. (a) Weekly electricity consumption. (b) Weekly PV generation. (c) Daily load profiles. (d) 
Daily electricity price. 
2.2. Shiftable Loads and Non-Shiftable Loads 
Key appliances in a residential building include lights, kitchen equipment (oven, hob, kettle), air 
conditioner, dish washer, washing machine, and electrical vehicle. They can be divided into two 
groups, namely, non-shiftable and shiftable appliances. Non-shiftable loads are used in a specific 
period with non-changed power level. These appliances include essential equipment, such as kettle, 
cooker, fridge and air conditioner etc. In terms of the appliances, such as washing machine and 
electrical vehicle, they can be moved to another time to use. For instance, we can switch on shiftable 
appliance (washing machine) at off-peak hour to reduce the energy costs.  
3. Methodology 
Figure 2 shows the flow chart of the methodology. First, we predict the overall energy 
consumption according to the information of weather forecasting. The initial state of the energy 
storage and daily electricity price are estimated. As stated in Section 2.2, the main domestic loads are 
divided into shiftable and non-shiftable load groups where shiftable load could be rescheduled to 
define day-ahead appliances’ operation. One-hour ahead comfort setting are clarified to configure 
the energy consumption profile. Dynamic programming framework is used to optimize the real-time 
operation where PV, battery and grid electricity are combined to an optimal supplying power flow 
to balance the electrical demand under the objective proposed. 
3.1. Top-Level Optimisation 
By re-scheduling shiftable appliances, the energy cost can be reduced to some extent which 
however, could deteriorate users’ comfort. Furthermore, the high electrical demand takes place 
between 5 p.m. and 9 p.m. while grid electricity price gradually increases to its peaks. There is a need 
to adopt better adjustable method to satisfy both comfort and economic requirement for domestic 
users. Energy storage system, such as batteries are a good option for domestic electricity demand 
shifting/shedding/peak reduction. They can be regarded as either time shiftable/power shiftable 
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loads or power supply resource. In this study, batteries are used to balance demand and supply 
which therefore minimizes both discomfort and the cost. 
 
Figure 2. Flow chart of DR-enabled energy management strategy. 
3.2. Real-Time Operation 
ܬ ൌ ݉݅݊ ෍ሺܥଵ ∙ ሺݓ௚௥௜ௗሺݐሻሻ ∙ ݄ଵሺݐሻ ൅ ቀߙ ∙  ሺݓ௕௔௧௧௘௥௜௘௦ሺݐሻቁ ∙ ݄ଶሺݐሻ
൅ ൫ߚ ∙  ሺݓ௉௏ሺݐሻ൯ሻ ∙ ݄ଷሺݐሻ 
(1) 
s. t. 
0 ൏ ݓ௣௩ ൏ ݓ௠௔௫ (2) 
ܱܵܥ௠௔௫ ൏ ܱܵܥ ൏ ܱܵܥ௠௜௡ (3) 
ܥ௚௥௜ௗ௠௜௡ ൏ ܥଵ ൏ ܥ௚௥௜ௗ௠௔௫ (4) 
ݓ௟௢௔ௗሺݐሻ ൌ ݓ௚௥௜ௗሺݐሻ ൅ ݓ௣௩ሺݐሻ ൅ ݓ௕௔௧௧௘௥௬ሺݐ൯ (5) 
Equations (1)–(5) deliver the objective of the real-time operation and the constraints over the 
optimization. Equation (1) contains three factors, namely the cost of buying electricity from the power 
grid, the cost by using battery (SOC related) and the cost by using PV power. Equations (2)–(4) 
provide the limits for solar power, batteries charging/discharging power and grid power cost. 
Equation (5) presents the power balance over the operation. 
4. Case Study 
The optimal strategy is tested via the energy system in a detached 3-bedroom house. The house 
is located in London with 101.25 m2 space. Simulation is executed over one summer day. Daily energy 
consumption and supplies are evaluated. Figure 3 shows the results. Over the peak hours between 5 
p.m. and 9 p.m., grid electricity usage is reduced while more grid power is consumed over the night 
from midnight to 7 a.m. as shown in Figure 3b. Table 1 summarizes the main indicator comparison 
between the schemes without and with optimization. With demand response scheme, the peak 
demand decreases from 4.54 kW to 3.5 kW and the energy cost decreases from £2.98 to £1.95.  
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Figure 3. Daily demand and supplies (a) without optimization, and (b) with optimization. 
Table 1. Comparison between the main indicators. 
Parameter Without Optimization With Optimization 
Demand (kWh) 50.09 40.08 
Electricity bought (kWh) 25.28 11.88 
Electricity sold (kWh) 0.77 2.82 
PV energy (kWh) 24.81 24.81 
Peak demand (kW) 4.54 3.50 
Electricity cost (£) 2.98 1.95 
5. Conclusions 
This study developed an optimal operation scheme for an energy system in a domestic house. 
The investigation indicates that, with assistance from energy storage to realize peak shafting, the peak 
demand reduces from 4.54 kW to 2.84 kW. The peak-to-average ratio decrease by 22.9% with 34.6% 
cost saving. Some sensitive factors, such as weather variations, long-term energy price, may affect 
the study results, which can be considered in the future research. 
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